(E) BUILDING 77A

PROJECT SITE

| &

<]

60"

|o <] L
CONTAINER TOP VIEW

Ao L

120v v
D) oausm w pave 2z
e T M
somen-1 ST )
=
= v
G wammr vy |
s 'y
. wa7ms % |
= 'y
_%Ln_.
soo3on-2 = w7
~ 3 o
iy H O,
= w-arm
0
H O,
R4 - a--7m
Ra 3
= e
G
# O
N (%)
2 @
S il O 2
O ==
| T wamms ® .m
&=
A 73
—o-G- O FY Y
O ==
ony che
e waTms O o
& ax
— =
— P
— = ™5
_|n EE—

b m.' o«
= o

z \L—q\ ' O »
|

P i % m O B
I

H n o

» &l rd )
I 77q maL

. N
P g

- J‘H_HD WAA 770 ﬁ

LI

3
o —
P
e

i
g
e

—ﬁ—'!l—
)

JNNIINN)

4BT7AE012

R

1. INSTALL A WEATH|
WIRE PER DETALL AT RIGHT.

2. INSTALL ONE COMMON BELL FOR THE FOUR COMMON WAA'S, AND

IERPROOF FIRE ALARM RELAY BOX AND A BLUE STROBE ON EACH CONTAINER AND

ONE BELL FOR THE SEPARATE WAA.

3. PROVIDE A 3/4™ CONDUIT FROM THE WAA'S TO THE FIRE ALARM J-BOX ON THE GUARD RAIL.
Alsm.l.AmGW.l'.ﬂl.lmmF. 12 CKT POWER PANEL IN A WEATHER PROOF ENCLOSURE
AND LABEL PROVIDE POWER TD EACH WAA PER DETAIL.

8. GROUND EACH CONTAINER BY A SEPARATE GROUND ROD.
6. REFERENCE THE FOLLOWING FIRE ALARM DRAWINGS: 4B77AE00SC,

4BTTAEO12A, 4B77AED13A.

7. POWER FEEDERS ARE EXISTING FROM BLDG 77; FIRE ALARM FEEDERS ARE RUN THROUGH BLDG. 77.

MCG |2/3/88| AS BULT REV B
BHS [7/n1/M ADD WAA BLDG NUMBERS




